Site Investigation Report For Permanent Closure of US.T.

FOR Return Completed Form To: Sate Use OnIy
TANKS The appropriate DEM Regional Office according to the county of the fadility's location.
IN [SEE MAP ON REVERSE SIDE OF OWNERS COPY (BLUE) FOR REGIONAL 1.D. Number
OFFICE ADDRESS]. Date Received

. INSTRUCTIONS
Please complete and retum within (30) days following completion of site investigatipn.
I. Ownership of Tank(s)

e

Il. Location of Tank(s)

Poindexter Lumber Company Poindexter Lumber Com?an? i
Owner Name (Comoration, Individual, Publc Agency, o Other Entry) . Faciity Name or Company ; : Aﬂp 9 3 W}\

202 Belews Street : ! % A R el
Street Add . Faciity ID # (if available) i

Forath 203 Belews Ste E E. g

Street Aﬁdre tate Road T T

CoYlAanin{lston-Salem, NC Foreseyt = oiﬁnstg%—Sa]:em, N(!"’-:;._‘,:,,%:‘“_“zﬂ it
Ci State Zip Code County i . Zip

%919) 72328115 (S 722-517% i
Area Code Telphone Number Area Code Telephone Number

. Contact Person

Name ‘ _ Job Tite _ Telephone Number
Julianne M. Braun, Staff Hydrologist-Engineering Tectonics, P.A. (919 ) 727-0063

Closure Contractor M&M Pump & Tank Service; 6260 Jennings Road; Lewisville, NC 27023

n Add ) .
Lab Shealy ég%n:}.?onmental Services; 400 G ayxrr?ggt Ave., Columbia, SC 29205
(Name) (Address)

IV. UST. Information V. Excavation Condition VI. Additional Information Required

Size in Tank Last E\:(\gaal\.;ratil:n P::or::c‘t Visib: 0(S?g,illa c?éﬁrmbn
No. Gallons Dimensions Contents Yes | No | Yes | No Yes No See reverse side of blue copy
(owner's copy) for addiional
1 (3,000 |5'4"x18" Gasoline X X X information required by
: . N.C. - DEM in the
2 550 | 4'x6 Gasoline X X X written report and sketch.
3 (1,500 (5'4"x9"' Gasoline X X X

Check the activities completed.

[ cContact local fire marshall

L] Notify DEM Regunal Office before abandonment ABANDONMENT IN PLACE

Cx] Drain & flush piping into tank. CJ Fill tank untl material overflows tank opening;

[x] Remove all product and residuals from tank L] Plug or cap all openings:.

Excavate down o tank C_] Disconnect and cap or remove vent kne

Clean and inspect tank. [T solid inert material used - please specify:

Remove drop twbe, fil pipe, gauge pipe, vapor recovery tank connections,
submersible pumps and other tank fixtures. .

(1 Cap or plug all lines except the vent and fil lines. BEMOVAL

LXJ Puge tank of all product & flammable vapors. (1 Create vent hole

Cut one or more large holes in the tanks, % Label tank

X | Backfill the area. Dispose of ank in approved_ manner .

Date Tank Permanently closed: J91Y 1, 1991 Final tank destinaon: Safeway Tank Disposal

United Metal Recyclers

VIlI. Certification (Read and Sign)

I certify under penalty of law that | have personally examined and am familiar with the information submitted in this and all attached
documents, and that based on my inquiry of those individuals immediately responsible for obtaining the information, | believe that the
submitted information is true, accurate, and complete.

Print name and official tile of owner or owner's authorized representative Signature Date Signed
SAFF \aDReco g\ST

T\“"A'ANE_ M BPA\&A ENGINE’E'R|N[;_";CTBA5\(.S 4""£\‘~—m‘ &Mﬂ_—- 82'_?/

GW/UST-2 White Copy - Regional Office Yellow Copy - Cental Office Blue Copy - Owner




POINDEXTER LUMBER COMPANY
202 EAST BELEWS STREET; WINSTON-SALEM, NC
UST CLOSURE ASSESSMENT

August 5, 1991

Prepared By:
ENGINEERING TECTONICS, P.A.



—r ¢ 34N9id _

—

" °d *SIMOLOTL BNTHEBNIBNS ARl ATANNS OTMA TWALOY NY LON a.mﬁ
LIS BOr FHL 40 HOLING ¥ HOUS NINYL NOULYWHOANT TR1ON

®

37v0s 0L LON

: A Q3AONIY HP A8 NAVYC m .m.m
16-21-8 3082-16 m EZ
sle2
dVW 31IS m mm
WHNOUYD HINON ‘W2 VS-NOLSHIM M"Mm
ANVJNOD HIENNT  [3if
10d

Y3LXIAN _

¥ry 40
ALY3dOodd
Tiwvs vor

aN3237

A
snoH3EY
25T anNy

NOILVAYOX3
40 LN3LX3 I




SHEALY ENVIRONMENTAL SERVICES, INC.
BIOLOGISTS, TOXICOLOGISTS & CHEMISTS

400 GRAYMONT AVENUE SC DHEC CERTIFICATION NO. 26103

COLUMBIA, SOUTH CAROLINA 29205 NC DEM NO. 001

(803) 254-9915 CERTIFICATE OF ANALYSIS Fax (B03) 254-9107
Client: ENGINEERING TECTONICS

P,0O. Box 4798
Winston-Salem, NC 27115

Attention: Mr. Jeff Wyatt
Laboratory No. Sample Description
-Polndexter-Belews- __
91-5149 §-1; Collected 07/01/91 at 1500
91-5150 -2: Collected 07/01/91 at 1510
91-5151 §=-3; Collected 07/01/91 at 1530
91-5152 S-4; Collected 07/01/91 at 1520 .
Date Received: 07/02/91 ’
Date Reported: 07/10/91 ﬁ%”
. /N
QA/QC Officer

RESULTS
Parameter | 91-5149 91-5150 91-5151 91-5152
TPH as diesel-Method 5030 (mg/kg <1.0 <1.0
TPH as diesel-Method 3550 (mg/k <5.0 <5.0
TPH as gasoline-Method 503 ?mg? <1.0 <1.0 <1.0

RESULTS ‘

| Date

Parameter Analyst Analyzed

TPH as diesel-Method 5030 (mg/kg WAM 07/08/91
m?/kg
ng

TPH as diesel-Method 3550

1 JGC 07/09/91
TPH as gasoline-Method 503

WAM 07/08/91

Reported By:

0Ty Director



INTRODUCTION

An UST system, consisting of one 550 gallon tank formerly containing diesel fuel one 3,000
gallon tank formerly containing gasoline and one 1,000 gallon tank formerly containing
gasoline, belonging to Poindexter Lumber Company at their downtown Winston-Salem
location at 202 East Belews Street in Winston-Salem, North Carolina has been closed by
excavation and removal of the tanks.

Poindexter Lumber Company contracted the services of M & M Pump and Tank Company
to perform the removal of the tanks. Engineering Tectonics, acting as a subcontractor to M
& M Pump and Tank Company was retained to perform the required assessment (40 CFR,
Sub-Part G Section 280.72) of the underground storage tank site.

SITE DESCRIPTION

The UST site is located at 202 East Belews Street in Winston-Salem, North Carolina.
Figure 1 is a site location diagram indicating the location of the site. Figure 2 is a site map
indicating the former locations of the tahks as well as sample locations.

TANK REMOVAL

On July 1, 1991, personnel from M & M Pump and Tank began excavation of the tanks.
Once the upper portions of the tanks were exposed, all connecting pipes were carefully
removed from the tanks and the resulting openings were closed by installing expansion
plugs. Completion of the excavation and tank removal procedures were then performed.

Inspection of the tanks indicated that they were in good condition, the only apparent
weathering being insignificant scaling.

SOIL SAMPLING

Soil samples were collected from approximately 2 feet below the original locations of the
end of each tank. Soil samples were collected by hand from the backhoe bucket. The
sample collector wore clean disposable vinyl gloves for the collection of each sample. Four
soil samples, one sample from beneath each end of each tank, were placed in clean glass
jars and sealed with teflon lined polypropylene lids for laboratory analysis.




Poindexter Lumber - Belews Street
UST Closure Assessment

August 5, 1991

Page 2

LABORATORY ANALYSES

The soil samples collected from the ends of the tank which formerly contained diesel fuel
were split into two aliquots. One aliquot from each sample was prepared by extraction via
EPA Method 5030. The other aliquot was prepared by extraction using EPA Method 3550.
Analyses of each aliquot were performed using gas chromatography according to EPA
Method 8020. Gas chromatograms were analyzed to detect signatures for diesel fuel.

The soil samples collected from the ends of the tanks which formerly contained gasoline
were prepared by extraction via EPA Method 5030. Analyses were performed using gas
chromatography according to EPA Method 8020. Gas chromatograms were analyzed to
detect signatures for gasoline.

The laboratory analyses were performed by Shealy Environmental Services, Inc. of Colum-
bia, South Carolina. Their North Carolina DEM Laboratory Certification Number is 001.

A copy of the laboratory analyses is appended to this report.
RESULTS AND CONCLUSIONS

The report of results of laboratory analyses indicates that no Petroleum Hydrocarbons
(either gasoline or diesel fuel) were present at the detectable concentration of 5 ppm.

The UST system belonging to Poindexter Lumber Company at 202 East Belews Street in
Winston-Salem, North Carolina has been permanently closed by removal according to the
procedures required by 40 CFR. This report and the assessment it represents complete the
requirements of 40 CFR for this UST system. As no contaminants were detected at the

site, no further action is required.



3

on3as

S ALY - o
x AN -[gRAY
@, N ST ) . a )

*/ S;F ! & 5 = olve
ig ¢ ¥ g > 3 4
z xod z 3 10 g

et =5
) o ta 'y A

POINDEXTER LUMBER \ WINSTON-SALEM )
FROM " INDEXED STREET MAP OF WINSTON-SALEM *,

COMPILED BY CHAMPION MAP CORPORATION,I987

SCALE "= 3000

SITE LOCATION
MAP

FIGURE |



Safeway Tank Disposal, Inc. Page | of |

CERTIFICATE OF TANK DISPOSAL

o ‘ Date M%ML_‘
£
_ Transported by: 'hfh FA

Tank Disposal Residue .
Number Size Weight Product Amount Origin

. 9 1 & Ll-lmb
Jdda 3000 ;7.:0&6650\..&_ 104 MM

4502 | 830 | 454" | Grsshse | St
4493 | 1560 | Wag" | Gasdie| 16 o |

Total Residue | 'S Q«Q
A"

Tanks were disposed in accordance with APl 1604, 1987 Removal and Disposal of Used
Underground Petroleum Storage Tanks. Residue was disposed in accordance with U.S. EPA

Regulations by ligensed subcontractor. Lead free scrap steel was recycled by
Uo&gé (!Sg;,ng Zgﬁ lre  on I [ lo!lal/crl .

"SAFEWAY TANK DISFQSAL, mé\ J

e
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